Conduit STANDARDS

TELECOMMUNICATIONS
CABLE

* One size larger, closer to wire closet.

CONSTRUCTION
STANDARDS and
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Description

SCOPE OF BOXES

JACKS

+ Refer to Conduit Capacity Guide
B _ + Box depth - MIN. 2-1/2in.
+ Conduit Radius - MIN. 12 In.
= Conduit bends - MAX (2) 90 bends.
* No Boxes BACK to BACHK. Plastic
* Box in wall - Seal back for FIRE STOP. * Bushing
+ Conduit through floor - Seal for FIRE STOP.
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DRAWING

Used to Support Telecommunications| BX-SCP




