2.0 in conduit
Houses 42/48
UTP Max.

1.25 in conduit
Houses 18/21
UTP Max.

1.0 in conduit
Houses 12/14
UTP Max.
.5 in conduit
Houses &6/7
UTP Max.

[MINIMUM SIZE CONDUIT]

1.50 in conduit
Houses 30/34 |~
UTP Max. ;

3.0 in conduit
Houses 108/122

4.0 in conduit
Houses 228/258
UTP Max.

1o T m

(10) 8 Conductor
UTF's fill a space

UTP Capacity maximum of 5/8 inch.

CONDUIT can be up to 53% fill
SLEEVES can be up to 60% fill.

Per NEC 345-7 (Table 4)

TELECOMMUNICATIONS CABLE Description DRAVVING

CTANDARDS and UTP - CONDUIT SP.-

by Vam Bowsman - RCDD Retired "IRE FILL CAPACITY UTPCDT
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